From an environment perspective, the increased penetration of wind and solar generation in power systems is remarkable. However, as the intermittent renewable generation briskly grows, electrical grids are experiencing significant discrepancies between supply and demand as a result of limited system flexibility. This paper investigates the optimal sizing and control of the hydrogen energy storage system for increased utilization of renewable generation. Using a Finnish case study, a mathematical model is presented to investigate the optimal storage capacity in a renewable power system. In addition, the impact of demand response for domestic storage space heating in terms of the optimal sizing of energy storage is discussed. Finally, sensitivity analyses are conducted to observe the impact of a small share of controllable baseload production as well as the oversizing of renewable generation in terms of required hydrogen storage size.
Introduction
The integration of wind generation and utility-scale solar generation in electrical grids has seen a surge in recent years. In 2016, more than 75 GW of solar generation have been added to the grid all over the world [1] . In the EU, approximately 50% of the newly installed capacity (12.5 GW) is composed of wind generation [2] . However, the intermittent and uncertain nature of solar and wind generation has led to considerable uncertainty as to how to balance energy demand with production [3] . For instance, 16 GWh of solar generation and 358 GWh of wind generation was curtailed in Germany in 2012 [4] . Curtailment is a natural response to preserve the capability of the system at times of excess production. However, as a result, a large amount of renewable generation is wasted, which not only undermines stakeholders' assurance regarding the feasibility of renewable generation technologies but also contributes to sub-optimal system performance [5] .
Among the various options to integrate intermittent renewable generation into power systems, energy storages have the highest potential in terms of flexibility. As the integration of large-scale storage into a system can significantly improve renewable generation usage, it recently has been the focus of considerable scholarly attention [6] [7] [8] [9] . Although energy storage appears to be a feasible option with which to increase system flexibility for the accommodation of large-scale intermittent renewable generation, the high upfront costs of this advanced storage technology merit consideration.
Electric storage space heating systems are widely used in Finland to satisfy the demand for both space heating and hot water. When they are accompanied by a home energy management system, they can shift the heating demand profile of a household by storing heat during off-peak hours. In Nordic countries, space heating comprises the largest portion of total annual energy usage in buildings [10] . It is conceivable that an aggregation of the large number of domestic electric storage heaters as well as collaboration with centralized energy storage can provide additional capacity (increased power and energy limits) to accommodate largescale renewable generation.
Accordingly, some studies have focused on innovative tools and frameworks that exploit demand-side resources and technologies. For example, Ali et al. [11] assessed the joint flexibility of electric vehicles and heating loads to integrate wind generation in the system. In 2017, Ali et al. [12] proposed a framework to evaluate the potential of electric storage heating as a means by which excess generation could be addressed. In a 2015 study by Ali et al. [13] , the value of flexible domestic heating demand was highlighted as a method by which higher penetration of wind generation in the system could be accommodated. Studies by Lund et al. [14] and Guille et al. [15] emphasized that, during generation hours, the controlled charging of electric vehicles can provide ample benefits.
In this paper, a framework is presented for the optimal sizing of hydrogen energy storage for balancing the volatility of renewable integration in power systems. Hydrogen energy storage technology is considered in particular because of its versatility and scalability. The opportunities for renewable integration in terms of domestic storage space heating demand response in coordination with centralized hydrogen energy storage is thoroughly assessed. Additionally, this paper discusses the effect of increasing domestic thermal storage capacity and hydrogen energy storage round-trip efficiency on the optimal capacity of centralized storage. The results are highlighted by means of a Finnish case study.
The rest of the paper is structured as follows. Section 2 describes the preliminary basis of the work, which includes a detailed representation of renewable generation modeling in the power system and space heating estimation methodology. Section 3 presents the methodology to assess the optimal hydrogen energy storage capacity for intermittent renewable generation integration. Case study and results are presented in Section 4. Conclusion of the work is stated in Section 5.
Methodology
This section constitutes a methodology of intermittent renewable generation modeling in Section 2.1 as well as the basis for modeling the thermal dynamic behaviors of domestic heat pumps as integrated with thermal storage in Section 2.2. The space heating model, a two capacity thermal model, has already been introduced by Ali et al. [16] and does not constitute an original contribution of this work. However, the thermodynamic model is repeated for the sake of completeness.
Renewable Generation Modelling
The analyses of this paper require the production of several realistic intermittent renewable generation time series, accounting for different wind and photovoltaic (PV) penetrations for each scenario. Wind power generation can be modelled utilizing a statistical methodology developed for modelling wind power generation scenarios with new generation locations without any measurement data. The methodology is presented in detail in Ekström et al. [17] . On the other hand, the required PV generation can be modelled with a statistical methodology designed for the simulation of new PV generation scenarios, as presented in Ekström et al. [18] . This approach is also suitable for modelling new PV plants in locations without measurement data.
To capture the effect of the temporal and spatial dependency structures between wind and PV generation on the aggregated intermittent renewable generation, a joint modelling of both generation types was utilized in the simulations. This approach combines the simulation methodologies presented for wind and PV generation in studies by Ekström et al. in 2015 and 2016 [17,18] and as shown in a paper by Ekström et al. in 2017 [19] . The methodology was designed for long-term simulation studies of new intermittent renewable generation scenarios using Monte Carlo simulations and produces both synthetic wind and PV generation time series. These time series can be combined into aggregated intermittent renewable generation time series, which can be utilized in the case studies. The wind power generation structure for the simulations were built according to the actual wind generation structure in Finland at the beginning of 2016, which took into account existing wind farms and their geographical locations. Depending on the intermittent renewable generation penetration in each scenario, the existing wind farms were expanded with new turbines to achieve the required installed capacity. For the PV generation, the installed capacity was always divided equally into 12 locations throughout Southern Finland. The average capacity factor for the aggregated wind generation was 0.2796 and 0.1181 for the PV.
One year from the 100 simulated years of aggregated intermittent renewable generation was selected to be used in the analyses; however, a sensitivity analysis on optimal storage sizing with respect to multiple renewable generation runs is also presented. The single simulated year for each case was chosen as a representation of a good year in terms of hourly average aggregated intermittent renewable generation. However, to avoid the most extreme (i.e., too optimistic) cases, the best year within the 95 th percentile was selected for each case.
Electric Storage Space Heating System
The structure of the considered heating system is shown in Figure 1 . In Finland, this system is ubiquitous in the household sector. These installations have a large thermal storage tank (with typical storage units around 300-500 L) to store hot water which can be used for both space heating and domestic hot water.
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Space Heating Estimation
In this paper, a comprehensive two capacity building model, as illustrated in Figure 2 , is utilized to estimate the space heating requirement. 
In this paper, a comprehensive two capacity building model, as illustrated in Figure 2 , is utilized to estimate the space heating requirement. This model is reasonably accurate for the assessment of the heating/cooling requirement in a dynamic situation for multi-zone buildings. The thermal mass of the building structure is driven by the heat capacity, C m , which is located in the depth of the building. The dynamic response was modelled through a state space equation given the following:
The state space equation can be transformed into an approximately equivalent discrete time model to estimate the space heating requirement.
Sizing Energy Storage to Firm up Intermittent Renewable Generation
This section presents an optimization model to determine the minimum hydrogen energy storage capacity to mitigate the daily variability of renewable generation. It can be mathematically represented as follows:
The objective function is subjected to the following constraints:
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Constraint (5) ascertains that the system demand and generation is balanced every hour. Notably, there is no option for load curtailment; however, renewable generation curtailment is possible. A non-negative constraint is added in (6) to determine the degree of curtailment, if any. The dynamics of the state of charge of hydrogen energy storage is expressed in (7) with round-trip efficiency of η e η f . The maximum charging/discharging power of hydrogen energy storage is bounded in (8) , while constraint (9) restricts the permissible state of charge limits of energy storage. The total system demand is determined in (10) , which is the summation of critical and flexible demand. The flexible demand is a demand response through domestic thermal energy storages. Note that the flexible demand depends on the input of the case study. The evolution of heat stored in thermal storage is described in (11) by a simplified linear equation. The constraint (12) includes the upper and lower limit of energy stored in thermal storage. Rated power of thermal storage unit is bounded by (13) . Constraint (14) accounts for the non-ideality of thermal storage. The constraint (15) determines the total demand response.
The input data of the model are solar generation, wind generation time series data, building thermal model parameters, a customer's temperature preferences, and critical load. The optimal decisions from this framework include energy storage capacity, demand response and total renewable generation curtailment, and charging/discharging time series of hydrogen energy storage. The above model is formulated as a linear programming problem and can be solved using the CPLEX solver via GAMS.
Case Studies and Results

Input Data
In this paper, we considered a renewable generation-based power system over a horizon of one year. The hourly level demand time series are given in In this paper, we considered a renewable generation-based power system over a horizon of one year. The hourly level demand time series are given in Figure 3 , which correspond to the Finnish electrical demand in 2015. The electrical demand was approximately 82 TWh. The renewable generation profiles (70% wind and 30% solar) are simulated as described by Section 2 with a total generation of 87 TWh. The single run used in the simulation is shown in Figure  4 . The base-load generation was assumed to be 25% of annual generation; the time series is given in Figure 5 . The base-load time series are from Finnish nuclear production in 2015. The storage technology is hydrogen storage with a power to gas efficiency of 75% and fuel cell efficiency of 65%. It was assumed that the final level of centralized energy storage needs to be within ±20% of the initial level of storage. The renewable generation profiles (70% wind and 30% solar) are simulated as described by Section 2 with a total generation of 87 TWh. The single run used in the simulation is shown in Figure 4 . The base-load generation was assumed to be 25% of annual generation; the time series is given in Figure 5 . The base-load time series are from Finnish nuclear production in 2015. The storage technology is hydrogen storage with a power to gas efficiency of 75% and fuel cell efficiency of 65%. It was assumed that the final level of centralized energy storage needs to be within ±20% of the initial level of storage. For the storage space heating system, it was assumed that 300,000 customers were equipped with 60 kWh and 8 kW domestic thermal storage, with storage losses of 1%. Space heating load was Section 2 with a total generation of 87 TWh. The single run used in the simulation is shown in Figure  4 . The base-load generation was assumed to be 25% of annual generation; the time series is given in Figure 5 . The base-load time series are from Finnish nuclear production in 2015. The storage technology is hydrogen storage with a power to gas efficiency of 75% and fuel cell efficiency of 65%. It was assumed that the final level of centralized energy storage needs to be within ±20% of the initial level of storage. For the storage space heating system, it was assumed that 300,000 customers were equipped with 60 kWh and 8 kW domestic thermal storage, with storage losses of 1%. Space heating load was For the storage space heating system, it was assumed that 300,000 customers were equipped with 60 kWh and 8 kW domestic thermal storage, with storage losses of 1%. Space heating load was estimated using the model described in Section 2.2, taking into account different building components in Finland as well as outside temperature profiles. The domestic hot water load was aggregated into critical demand as it represented a fraction of household annual consumption.
This case study examined the size of hydrogen energy storage for the following scenarios.
Case 1 This represents a base case, in which hydrogen energy storage capacity is optimized to accommodate renewable generation without coordinating with demand response. Case 2 This represents a case of hydrogen energy storage sizing in the presence of demand response through domestic thermal storages. Demand response enrollment was considered to be 100%. Case 3 This represents a case of hydrogen energy storage sizing in the presence of 25% of base-load generation in the system.
The above cases were simulations and corresponding results are discussed henceforth. In addition to the above cases, intensive sensitivity analyses were performed on the results to investigate the impact of the increasing amount of renewable generation.
Simulation Results
Taking the case studies mentioned above into consideration, the proposed model optimized the size of the hydrogen energy storage in order to balance both generation and demand as well as to better integrate renewable generation into the power system.
Case 1 Hydrogen Energy Storage Sizing without Demand Response
For the base case scenario, it was assumed that the system was renewable generation-based with 70% wind and 30% solar. However, in this case, no system-wide demand response was activated and the case served as a benchmark against the other cases. According to the optimization results, the hydrogen storage capacity of approximately 67 TWh (82% of system annual demand) was needed to balance the system demand to avoid any curtailment. Figure 6 shows the energy time series of the centralized storage and residual load. As such, it is evident from Figure 6 that hydrogen storage operation was more demanding during the spring season because of high renewable generation. Despite the over-generation hours, there was no curtailment, as storage capacity was adequate to absorb any excess renewable generation.
For the base case scenario, it was assumed that the system was renewable generation-based with 70% wind and 30% solar. However, in this case, no system-wide demand response was activated and the case served as a benchmark against the other cases.
According to the optimization results, the hydrogen storage capacity of approximately 67 TWh (82% of system annual demand) was needed to balance the system demand to avoid any curtailment. Figure 6 shows the energy time series of the centralized storage and residual load. As such, it is evident from Figure 6 that hydrogen storage operation was more demanding during the spring season because of high renewable generation. Despite the over-generation hours, there was no curtailment, as storage capacity was adequate to absorb any excess renewable generation. The obtained optimum storage capacity was based on a single run of a renewable generation time series. However, given the variability and uncertainty of the renewable generation, it was important to determine the most relevant statistics for the observed results. To do this, we simulated the basic study for multiple runs (100) and calculated the mean value, the standard deviation, and the lower and upper 95% confidence intervals for the mean. The overview of basic results are given in Table 1 . The obtained optimum storage capacity was based on a single run of a renewable generation time series. However, given the variability and uncertainty of the renewable generation, it was important to determine the most relevant statistics for the observed results. To do this, we simulated the basic study for multiple runs (100) and calculated the mean value, the standard deviation, and the lower and upper 95% confidence intervals for the mean. The overview of basic results are given in Table 1 . 
Case 2 Hydrogen Energy Storage Sizing with Demand Response through Domestic Thermal Storages
The hydrogen energy storage system size in Case 2, in which demand response was activated to minimize the storage requirement, resulted in 58 TWh (0.71 p.u.). The result exhibited a superior performance when compared to Case 1, as the hydrogen energy storage capacity reduced by 14% in a renewable generation system. Figure 7 presents the hourly residual load and the state of charge of the hydrogen energy storage. 
The hydrogen energy storage system size in Case 2, in which demand response was activated to minimize the storage requirement, resulted in 58 TWh (0.71 p.u.). The result exhibited a superior performance when compared to Case 1, as the hydrogen energy storage capacity reduced by 14% in a renewable generation system. Figure 7 presents the hourly residual load and the state of charge of the hydrogen energy storage. Notably, the domestic thermal storages, in coordination with the hydrogen energy storage, smoothed the volatility; consequently, it reduced the size of hydrogen storage needed. However, 13 GWh of generation curtailment was observed in this case.
Next, the opportunities of demand response through increased thermal storage size to minimize the required hydrogen storage capacity were assessed. The evolution of the optimal hydrogen storage capacity, with respect to domestic thermal storages capacity, is presented in Figure 8 . Notably, there Notably, the domestic thermal storages, in coordination with the hydrogen energy storage, smoothed the volatility; consequently, it reduced the size of hydrogen storage needed. However, 13 GWh of generation curtailment was observed in this case.
Next, the opportunities of demand response through increased thermal storage size to minimize the required hydrogen storage capacity were assessed. The evolution of the optimal hydrogen storage capacity, with respect to domestic thermal storages capacity, is presented in Figure 8 . Notably, there was a clear difference in the results with the integration of thermal energy storage. The figure clearly shows that an increase in domestic thermal storage size from one day (60 kWh) to two days (120 kWh), resulted in an approximately 10% reduction in required hydrogen storage capacity. However, when increasing from a two-day storage capacity to three-day storage, the reduction was marginal, as the benefits of demand response saturated very quickly. Notably, the domestic thermal storages, in coordination with the hydrogen energy storage, smoothed the volatility; consequently, it reduced the size of hydrogen storage needed. However, 13 GWh of generation curtailment was observed in this case.
Next, the opportunities of demand response through increased thermal storage size to minimize the required hydrogen storage capacity were assessed. The evolution of the optimal hydrogen storage capacity, with respect to domestic thermal storages capacity, is presented in Figure 8 . Notably, there was a clear difference in the results with the integration of thermal energy storage. The figure clearly shows that an increase in domestic thermal storage size from one day (60 kWh) to two days (120 kWh), resulted in an approximately 10% reduction in required hydrogen storage capacity. However, when increasing from a two-day storage capacity to three-day storage, the reduction was marginal, as the benefits of demand response saturated very quickly. 
Case 3 Energy Storage Sizing in the Presence of Base-Load Generation
The effect of base-load generation on energy storage size is presented in Case 3. Base-load generation comprised 25% of total generation, with the remaining generation deriving from wind and solar. According to the obtained result, to keep the system balanced, an energy storage size of 46 TWh (0.56 p.u.) was required as well as 18 GWh of curtailment. The hydrogen storage size decreased 31% and 20% when compared with Case 1 and Case 2, respectively. The storage energy time series and residual load in this case is shown in Figure 9 . Notably, the base-load generation significantly to the renewable generation power system balance. The effect of base-load generation on energy storage size is presented in Case 3. Base-load generation comprised 25% of total generation, with the remaining generation deriving from wind and solar. According to the obtained result, to keep the system balanced, an energy storage size of 46 TWh (0.56 p.u.) was required as well as 18 GWh of curtailment. The hydrogen storage size decreased 31% and 20% when compared with Case 1 and Case 2, respectively. The storage energy time series and residual load in this case is shown in Figure 9 . Notably, the base-load generation significantly to the renewable generation power system balance. 
Sensitivity Analyses
In this sub-section, a sensitivity analysis was conducted to determine the influence of increasing renewable generation on hydrogen energy storage capacity size. Figure 10 demonstrates the evolution of sizes of energy storage systems with respect to the increasing generation in the system. 
In this sub-section, a sensitivity analysis was conducted to determine the influence of increasing renewable generation on hydrogen energy storage capacity size. Figure 10 demonstrates the evolution of sizes of energy storage systems with respect to the increasing generation in the system. Notably, in Case 3, base-load generation was fixed (25% of annual generation in the base case), while renewable generation capacity was increased. As can be observed from the result, the storage capacity requirement decreased drastically as the renewable generation was oversized to 110-120% of the energy demand in the system. The storage capacity was reduced by approximately 55%, 60%, and 62%, with an increase of 10% of renewable generation in the system in Case 1, Case 2, and Case 3, respectively. However, the spillage of renewable generation increased as the amount of renewable increased in the system. This clear trend was observable from the model's attempt to minimize the energy storage capacity; accordingly, over-generation resulted in spillage. Notably, in Case 3, base-load generation was fixed (25% of annual generation in the base case), while renewable generation capacity was increased. As can be observed from the result, the storage capacity requirement decreased drastically as the renewable generation was oversized to 110-120% of the energy demand in the system. The storage capacity was reduced by approximately 55%, 60%, and 62%, with an increase of 10% of renewable generation in the system in Case 1, Case 2, and Case 3, respectively. However, the spillage of renewable generation increased as the amount of renewable increased in the system. This clear trend was observable from the model's attempt to minimize the energy storage capacity; accordingly, over-generation resulted in spillage.
It is clear from Figure 10 that the base-load generation appeared to drastically decrease the storage capacity requirement when compared with the other cases; simultaneously, it increased the spillover of renewable generation. A summary of the sensitivity results are given in Table 2 . 
Conclusions
Wind and solar generation are increasingly found in worldwide power systems. However, they pose huge integration challenges in the current power system. This paper addresses the sizing issue of large-scale hydrogen energy storage from the perspective of power systems to mitigate the balancing issue of renewable generation. The second contribution of this paper is an analysis of the opportunities for demand response in optimal energy storage size within a renewable generation-based power system. Accordingly, a framework is presented for the optimal sizing of energy storage in a highly renewable generation power system, as applied to a case study in Finland. Results indicate that a significant amount of the balancing needs should be served from large-scale energy storage; however, it was also found that demand response, controllable generation, and energy storage could play complementary roles, supporting each other to economically meet energy-balancing needs. Oversizing of renewable energy generation effectively reduces the required size of hydrogen storage. However, this also has a negative result of an increased spillage of power.
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